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INSP Y N
Process Fire Damage Action Brinnell SME s Detailed Description of Reliability

Date Location Asset ID Asset Description Zone Priority Complete Observations Required Assessment SME Date Lead

All steel damaged in fire Need steel

19 Jan Entire area in red heat affected zone map 5 Critical Yes Category A Replace No to support equipment Tom Farr 24 Jan Tom Farr

25 Jan Red Orange Col 19 5N 20N 8 N Elev 127 137 5 Critical Yes Category D Replace No Fire damage Farr 25 Jan Farr

25 Jan Red Orange Col 18N 20N fin fan framing 5 Critical Yes Category D Replace No Fire damage Farr 25 Jan Farr

25 Jan Red Orange Walkway to Finfan alley 137 5 Critical Yes Category D Replace No Fire damage Farr 25 Jan Farr

25 Jan Red Orange Col 19 5 20 5 North 15 south 5 Critical Yes Category D Replace No Fire damage Farr 25 Jan Farr

25 Jan Red Orange Col 19X 20S 113 elev 4X10X5 8 angle 5 Low Yes Category A Nothing No Farr 25 Jan Farr

25 Jan Red Orange 4X10 angle pipe support between col 19N 20N elev 113 5 Critical Yes Category D Replace No Fire damage Farr 25 Jan Farr

25 Jan Red Orange W8 pipe btwn col 19N 20N at elev 119 N of col line 510 Critical Yes Category D Replace No Fire damage Farr 25 Jan Farr

25 Jan Red Orange Btwn Col 19 20 N Elev 125 angle 4x10 W8 5 Critical Yes Category D Replace No Fire damage Farr 25 Jan Farr

28 Jan Orange Yellow 11F PS1 E 10 S line 21 to 20 N elev 125 4 Critical Yes Category D Replace No Fire damage Farr 28 Jan Farr

28 Jan Orange Yellow 3 E of PS 20S to PS 20 N W 12X40 Elev 125 4 Critical Yes Category D Replace No Fire damage Farr 28 Jan Farr

28 Jan Orange Yellow PS 21 N to PS 21S concrete elev 122 4 Low Yes Category A Nothing No Farr 28 Jan Farr

28 Jan Orange Yellow PS 19N to PS 18N elev 113 10X4X5 8 angle 4 Low Yes Category A Nothing No Farr 28 Jan Farr

28 Jan Orange Yellow PS18S to PS18N all elev concrete 4 Low Yes Category A Nothing No Farr 28 Jan Farr

28 Jan Orange Yellow PS 18N to PS 19N 10 N W 8X24 elev 119 4 Critical Yes Category D Replace No Fire damage Farr 28 Jan Farr

28 Jan Orange Yellow PS 18 5N to PS 18 4N 0 to 14 N W8X17 elev 119 4 Low Yes Category A Nothing No Farr 28 Jan Farr

28 Jan Orange Yellow PS 18N to PS 19N 10 N w 8X27 Elev 113 4 Critical Yes Category D Replace No Fire damage Farr 28 Jan Farr

28 Jan Orange Yellow PS 18 0S to PS 19 0X and 15 N 4 Low Yes Category A Nothing No Farr 28 Jan Farr

28 Jan Orange Yellow PS18 0S 15 W W 8X24 vertical elev 118 to 120 4 Low Yes Category A Nothing No Farr 28 Jan Farr

28 Jan Yellow Everything west of 18 3 Low Yes Category A Nothing No Farr 28 Jan Farr

28 Jan Yellow Everything east of 21 3 Low Yes Category A Nothing No Farr 28 Jan Farr

28 Jan Yellow Everything south of 18 19 20 21 south columns 3 Low Yes Category A Nothing No Farr 28 Jan Farr

Key to Priority

Priority

o Low Current process outside of application exists or impact on business process is low

o Medium Workaround exists

o High No Workaround however it is not business critical

o Critical No workaround function necessary for business

Key to Damage Observations

Damage Observations

o Category A Return to service with no further action

o Category B Test for function or properties and reassign to Category A or C
o Category C Repair or refurbish before further use

o Category D Replace do not reuse



Cell E2

Comment Zone Temp Zone refer to P 1165 Event Fire Zone Cheat Sheet

o Zone 1 ambient no fire exposure

o Zone 2 ambient to 150F smoke and water exposure

o Zone 3 150 400F light heat exposure

o Zone 4 400 800F moderate heat exposure

o Zone 5 800 1200F heavy heat exposure

o Zone 6 1200F severe heat exposure

Cell F2

Comment Inspection Recommendation Document Number

Cell G2

Comment Priority

o Low Current process outside of application exists or impact on business process is low

o Medium Workaround exists

o High No Workaround however it is not business critical

o Critical No workaround function necessary for business

Cell H2
Comment Complete

o Yes No further work needed

o No Further follow up by SME needed

Cell I2

Comment Damage Observations

o Category A Return to service with no further action

o Category B Test for function or properties and reassign to Category A or C
o Category C Repair or refurbish before further use

o Category D Replace do not reuse

Cell J2

Comment Wisherop Tom Repair Replace

Cell L2

Comment SME s Description of Assessment A detailed description of the assessment Include business justification and impact


